
 

Town of Gilbert 
90 E Civic Center Dr. 

Building and Code 
Compliance 

ENCLOSURE DETAIL TOG/003 
Revised 08-02 

 

At patio enclosures w/ flat roofs fill 
cavities between ceiling joist 100% 
w/ insulation or provide ceiling 
ventilation per IRC Section R320 
and specify method of 
compliance. 

Existing posts and beams to 
remain inplace Existing roof  

assembly to remain 

At carport to garage enclosures existing 
carport ceiling requires two (2) layers of ½” 
gypsum board or single (1) layer of 5/8” type 
“X’ gypsum board. 

2 x ___ wall 
top plate 

___ “ gypsum 
board 

R- ___ insulation 
(optional) 

2 x __ studs 
at __ “ o.c. 
Plate anchors (½” x 5  1/2” 
expansion anchors)  at 72” o.c. 12” 
from plate ends, splices and 
openings, minimum 3 per plate 

Existing 
concrete slab 

Specify exterior finish _______ 
 
 
_________________________ 

2 x  ___treated 
plate 

Natural 
grade 

Check one: 
q Garage enclosure 
q Patio enclosure 

6’’ 


